
INSIDE BULDING OUTISDE BUILDING
(gallons) (gallons)

Flammable More than 1 60

Inert 60 500

Oxidizing (includes oxygen) 10 50

Physical or health hazard not indicated above Any Amount Any Amount

For SI:  1 gallon = 3.785 L.

TABLE 105.6.11

PERMIT AMOUNTS FOR CRYOGENIC FLUIDS

TYPE OF CRYOGENIC FLUID


